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All Construction Methods and Materials shall be in accordance with Moore County and NCDOT Standards and Specifications. In the event of a conflict

between standards, the more stringent shall govern unless a written waiver is issued by Moore County. Utility installations and other Public Facilities have

been approved by Moore County and shall be so installed unless a change is authorized by prior written approval. Public Utility Easements shall be

recorded prior to final acceptance, execution of the Deed of Dedication for Utilities and/or issuance of a Certificate of Occupancy by the County of Moore.
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GENERAL CONSTRUCTION NOTES

CALL BEFORE YOU DIG!
NC ONE CALL CENTER

811 or 1-800-632-4949
CALL THREE DAYS
BEFORE DIGGING

1.

10.

11.

12.

THE CONTRACTOR SHALL KEEP A CLEAN LEGIBLE COPY OF THE AUTHORIZATION TO CONSTRUCT AND ONE (1) SET OF RECORD DRAWINGS ON
SITE AT ALL TIMES. RECORD DRAWINGS SHALL BE CHECKED WEEKLY.

CONTRACTOR SHALL FOLLOW ALL FEDERAL, STATE AND LOCAL HEALTH AND SAFETY REGULATIONS PERTAINING TO CONSTRUCTION
OPERATIONS.

ALL CONSTRUCTION METHODS AND MATERIALS SHALL BE IN ACCORDANCE WITH THE MCPW STANDARDS AND SPECIFICATIONS.

CONTRACTOR SHALL FIELD LOCATE ALL BURIED UTILITIES WITHIN THE PROJECT. WHEN NECESSARY, EXISTING BURIED UTILITIES SHALL BE
TEMPORARILY RELOCATED DURING CONSTRUCTION OF PROJECT AND REINSTALLED AT NO ADDITIONAL COST TO THE OWNER.

CONTRACTOR SHALL PROVIDE EROSION CONTROL DEVICES TO CONTROL RUNOFF FROM THE CONSTRUCTION SITE. CONTRACTOR WILL BE
RESPONSIBLE FOR ANY FINES THAT MAY BE LEVIED DUE TO POLLUTION CREATED DURING CONSTRUCTION. ALL SOIL EROSION CONTROL
MEASURES SHALL BE PERFORMED PRIOR TO GRADING, CLEARING OR GRUBBING. ALL EROSION CONTROL DEVICES SUCH AS SILT FENCES, ETC.,
SHALL BE MAINTAINED IN WORKABLE CONDITION FOR THE LIFE OF THE PROJECT AND SHALL BE REMOVED AT THE COMPLETION OF THE
PROJECT WITH MCPW APPROVAL. DURING THE LIFE OF THE PROJECT, IF A STORM CAUSES SOIL EROSION WHICH CHANGES FINISH GRADES OR
CREATES "GULLIES" AND "WASHED AREAS", THESE SHALL BE REPAIRED AT NO EXTRA COST AND ALL SILT WASHED OFF OF THE PROJECT SITE
ONTO ADJACENT PROPERTY SHALL BE REMOVED AS DIRECTED BY MCPW AT NO EXTRA COST.

CONTRACTOR SHALL BE RESPONSIBLE FOR ANY DAMAGE TO EXISTING ROADS DURING CONSTRUCTION AND SHALL REPAIR ROADS BACK TO
EXISTING CONDITIONS.

ALL UTILITIES OR STRUCTURES DAMAGED DURING CONSTRUCTION SHALL BE REPLACED WITH LIKE MATERIALS IN A PROFESSIONAL MANNER
AND IN ACCORDANCE WITH STANDARD CONSTRUCTION PRACTICES AT THE CONTRACTOR'S EXPENSE.

MCPW REQUIRES A MINIMUM OF FORTY-EIGHT (48) HOURS OF NOTICE WHEN REQUESTING AN ENGINEERING INSPECTION. INSPECTION
REQUESTS MAY BE MADE BY CALLING THE MCPW ENGINEERING DIVISION AT (910) 947-6315.

IN THE EVENT EXCESSIVE GROUNDWATER OR SPRINGS ARE ENCOUNTERED WITHIN THE LIMITS OF CONSTRUCTION, THE CONTRACTOR SHALL
FURNISH NECESSARY MACHINERY FOR PUMPING AND DISPOSING OF ANY WATER WHICH MAY BE FOUND AS DIRECTED BY MCPW.

ALL AREAS WHERE THERE IS EXPOSED DIRT SHALL BE SEEDED, FERTILIZED AND MULCHED ACCORDING TO MCPW SPECIFICATIONS. THE
FINISHED SURFACE SHALL BE TO GRADE AND SMOOTH, FREE OF ALL ROCKS LARGER THAN 3", EQUIPMENT TRACKS, DIRT CLODS, BUMPS,
RIDGES AND GOUGES PRIOR TO SEEDING. THE SURFACE SHALL BE LOOSENED TO A DEPTH OF +4"-6" TO ACCEPT SEED. THE CONTRACTOR
SHALL NOT PROCEED WITH SEEDING OPERATIONS WITHOUT FIRST OBTAINING MCPW APPROVAL OF THE GRADED SURFACE. ALL SEEDING
SHALL BE PERFORMED BY A MECHANICAL "HYDRO-SEEDER". HAND SEEDING SHALL BE AUTHORIZED ON AN AREA BY AREA APPROVAL BY
MCPW.

CONTRACTOR SHALL REPAIR ALL DISTURBED AREAS TO EQUAL OR BETTER CONDITION THAN THE ORIGINAL SITE.

ALL WORK SHALL BE PERFORMED IN ACCORDANCE WITH MOORE COUNTY STANDARDS & SPECIFICATIONS.
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ABANDONED ELECTRICAL
BOX AND 27 CONDUIT

PRIMARY CLARIFIER #1

SCALE 1" = 1.00'
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FILL 27 CONDUIT
WITH GRAY EPOXY

PRIMARY CLARIFIER #1

SCALE 1" = 1.00°
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PRIMARY CLARIFIER #1

SCALE 1" =1.00'

T

EXISTING CONCRETE

s
NOTES -
1) COORDINATE TAKING THE CLARIFIER OFF-LINE WHEN CONSTRUCTION
STARTS. Y -
2) EXISTING AND NEW VALVE STEM CANS AND HAND WHEELS SHALL BE
PAINTED YELLOW. - -
<
s
-
SIDEWALK AND STEPS -
/
s
/
/
P ~
e
PROPOSED CAST—IN—PLACE VAULT - ,
y e 6" EXISTING P
REINSTALL PIT VALVE HAND WHEEL AND STEM CLARIFIER LINE _
e - / -~
e Pz ~ ~
. ~ ~ -~
\ s s e /
\ REINSTALL SCOPE/\/AI_/\/E/HAND WHEEL AND STEM Py ~
: ;' E,';f, NN 7 pd - e
S N\ S o / s
e REINSTALL ngéCT VALVE HAND WHEEL AND STEM P
A e e
- e
- ~
- ~
- e
PROPOSED - -
30" X 307 - -
- 7
_ HATCH P P
N\ / ~
PE 6" EXISTING
" \—PROPOSED DRAIN VALVE DRAINLINE
ﬁAND WHEEL AND -STEM
CSas ~ 7
N N
4 _ .s. ;'. ;qA;, 4/1 )
- e_.A' 4 N
< 4 \CV

2

Z 3

O w I~

388 N

§>~._n'\88ﬂ
‘I—‘]NNm

Q Cn W0

2 37 709

e

283853
L n o O

2 5T ", o0 —

- o O

Nc

O EQa o

W = Ln o

D:g O

o =

C =

P

-

WPCP VALVE VAULT & SCUM DRAIN
REPLACEMENT
ADDOR, NC

PC#1
REVISIONS
DESCRIPTION

BY

DATE

PROPOSED VALVE VAULT PLAN VIEW

NO.

DATE: 03/09/2021

DESIGN: CBP

DRAWN:DFH

CHECK: MCPW

siee: C1.3




44 @ 8"
DOWELS TYP.

PROPOSED SUBMERSIBLE PUMP 1/2”

SCHEDULE 80 PVC DISCHARGE LINE
PROPOSED ELECTRICAL WIRE, CONDUIT

AND SWITCH TO THE SUBMERSIBLE

PUMP WILL BE RESPONSIBILITY OF THE
CONTRACTOR

PROPOSED ELECTRICAL WIRE AND 1/27 CONDUIT TO
THE SWITCH WILL BE RESPONSIBILITY OF MOORE

COUNTY

117"

WHEEL FOR DRAIN VALVE

DRAIN

‘‘‘‘‘‘

s . .
......

DIRECT
SCOPE

PR .
.......

,,,,,
0
4 4

T r
LU ey /s
:PIT PROPOSED SUBMERSIBLE PUMP 1/2”
b

at Tl
U]
ZI T

‘ELEVATION
NN N

Yo i

|
g “\‘1':" WY

PROPOSED

|

A ¢ lae N .
oo Y Bow o e e A, s
¥ af5 . e . L
» . B LA = ..n" o .

. i N R i R N
LT A G ey c B .
i Laln PRI oL "
e . > Y

DRV RN ARN
8’ W\ i \E,o i
( t- 4
| =1 o=
e
H

==
]

|
]

DISCHARGE
PIPE

PROPOSED

ELECTRICAL
CONDUIT

15°-5

45 @ 8" DOWELS —
TYP.

PROPOSED STEM —
FOR DRAIN VALVE

#5 @ 8" DOWELS —
TYP.

T #5 @ 8" DOWELS
o TYR.

~_CAREFULLY SAWCUT

{ 1 7 AND REMOVE SLAB

Lo A EXTENSION AT

| 7 EXISTING VALVE/PIT

fe o T

A SRS

~ \FOUNDATION

|27 UNDERPINNING AS

REQUIRED

PROPOSED STAINLESS

r%/ STEEL ADJUSTABLE PIPE

L S

PR - 4 o . : o O e PP
e T e, L e e !
B . . et [T 4

T
. il
a

e
- e
& ‘. "i
0 —

|7 SUPPORT
3 ﬁ%g PIPE)

TYP:
|

ELECTRICAL BOX

SUBMERSIBLE — ———————

PUMP

FOR SUBMERSIBLE
PUMP CONNECTION

SECTION A.1-A.1

N.T.S

127 TYP-

TYP.

\#5 @ 8" DOWELS

127 TYP,

_—PROPOSED VALVE STEM AND HAND 8’

SCHEDULE 80 PVC DISCHARGE LINE
PROPOSED ELECTRICAL BOX

—I_— ALL EXISTING VALVE STEMS
=T~ TO BE REINSTALLED

NOTES
1) EXISTING CLARIFIER WALLS SHALL BE CLEANED BY PRESSURE WASHER.

2) ALL EXPOSED VALVES AND PIPES SHALL BE CLEANED AND EPOXY PAINTED.
COORDINATE COLOR SELECTION WITH MOORE COUNTY. CLEANING SHALL BE
APPROVED BY MOORE COUNTY BEFORE PAINT IS APPLIED.

2) ALL DEWATERING IS THE RESPONSIBILITY OF THE CONTRACTOR.
3) NEW VALVE STEM CAN AND HAND WHEEL SHALL BE PAINTED YELLOW.

ALL EXISTING VALVE STEMS AND —PROPOSED NEW
HAND WHEELS TO BE REINSTALLED 34900 T.O.W ANCHOR BOLTS

#4 @ 8" DOWELS
/TYP.

SCOPE
DIRECT
DRAIN
PIT

WITH ON/OFF SWITCH R
3" EXP. JOINT T
MATERIAL (SEE DETAIL

ON SHEET C4) ol glg 1 XK
T ~CONT. KEYWAY
FASTEN ELECTRICAL T 1L W /HYDROPHILIC
CONDUIT TO CONCRETE RENgil WATER STOP
WALL WITH STAINLESS
STEEL "U” CLAMPS

-

]

1 ': A EEEE PO
et R P
‘ j -"'_'7"", & . e ?
e pad | 1141 332.33
T ,. ., : | o - :

jﬁ £ 4].329.93
E .'.;,7#5 @ 8” DOWELS
S TYP.

L= g = i m iy gan)
MU s ST

DOWEL..ROD 1:‘}

EXISTING SLAB

HOLE CUT 12”7 SLAB BASE

FOR CONDUIT/ELECTRICAL
CONNECT

s g 1l ,
%g gE 1:11 3246
]| L 18” TYP.

e T pRoPOSED WATER

e RS E S S P 1
E iyl B3| STOP (SEE DETAIL

\ — ON SHEET C4)
A 45 @ 8" DOWELS
” — TYP
#4 @ 8" AT & .
AROUND SUMP

QUICK CONNECT UNION
ON THE SUBMERSIBLE
PUMP DISCHARGE LINE

12°x12"x12” DEPTH
COORDINATE LOCATION SECTION B.1-B.1
WITH OWNER N.T.S

MOORE COUNTY PUBLIC WORKS
www.moorecountync.gov
5227 Hwy 15-501
P.O. Box 1927
Carthage, NC 28327
(910) 947-6315

WPCP VALVE VAULT & SCUM DRAIN
REPLACEMENT
ADDOR, NC

REVISIONS
DESCRIPTION

BY

PROPOSED VALVE VAULT SECTIONS
PC #1

DATE

NO.

DATE: 03/09/2021

DESIGN: CBP

DRAWN:DFH

CHECK: MCPW

suee: C1.4




ST€9-L¥6 (016)
/TE8T DN ‘@8eyue)
LT6T X0g "0O'd
TOS-ST AMH £z2S
A0S 2UAIUNOIBI00W: MMM

SOIHOM OIMaNd ALNNOD FHOO0IA

DN ‘4oaav
ALEINERLALEL.

NIVdd INNIJS B LTNVA ANTVA dDdM

NOI1dId0S3a

Ad ilvda

‘'ON

SNOISIAIY

(# Jd

SNOILIANOD SNILSIX3

DATE

03/09/2021

CBP
DFH

DESIGN

DRAWN
CHECK

C2.1

SHEET

EXISTING DIRECT VALVE

6" EXISTING

CLARIFIER LINE

EXISTING SCOPE VALVE

EXISTING ELECTRICAL CONDUIT

EXISTING PIT VALVE

EXISTING CONCRETE PAD

PRIMARY CLARIFIER #2

SCALE 1" =1.00'

EXISTING CONCRETE SIDEWALK AND STEPS

©
L

v

-

b LoLak Cop

5%
&

3 B
K.
3 3

4 ca 3

.b - .

. VV te
. N B B8
L S
2 >

&
. a 8 Lo
a

e
b B b,

L A 2
a L . 4
. . b
b s
. R N
[ . N
4 voa
b . B
a B
4 b
. o N
b B R
b >
s Pt
byt »
L= 'y
S b
a .
b 3
B,

. s .

s b
W .

: . a
A
a 8 o
[
. b
B b b
5
Booos
y s
Ca e »
b
. mv, ,D.
A ' a
Py S
B 4.
& .
s B, ‘
[ P
».u T4
v» b b
. B . V
- ’ Lo
a P L
5
>
P o
& .
s e o
B 3
B A 4
Lo >
b P s .
- s

. . 'y V
o L .
LB b

. B s

v "

&

b ;

b
. g >

. R s

by ) b,

LB kN

E : s

e’ ,

b
>
. Py LR
4. .
,‘_v .
b b
a

WALKWAY

v

<
4

e




EXISTING ELECTRICAL
CONDUIT TO REMAIN

PRIMARY CLARIFIER #2

SCALE 1" = 1.00'
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NOTES

1) EXISTING HAND WHEELS AND STEMS SHALL BE REMOVED AND STORED TO
BE REINSTALLED. COORDINATE STORAGE WITH MOORE COUNTY.

2) EXISTING ANCHORS BOLTS FOR THE HAND WHEELS SHALL BE REMOVED
AND STORED TO BE REINSTALLED. COORDINATE STORAGE WITH MOORE
COUNTY.

3) EXCAVATION FOR VALVE VAULT SHALL BE MINIMAL WITH TRENCH SIDES
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REINSTALL SCOPE VALVE HAND WHEEL AND STEM

REINSTALL PIT VALVE HAND WHEEL AND STEM

NOTES

1) COORDINATE TAKING THE CLARIFIER OFF-LINE WHEN CONSTRUCTION
STARTS.

2) EXISTING AND NEW VALVE STEM CANS AND HAND WHEELS SHALL BE
PAINTED YELLOW.
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ADJUSTABLE PIPE SUPPORT (TYP.
EACH PIPE)

‘“/;; @ 8”1'\9\\§§

127°x127°x12” DEPTH“/
COORDINATE LOCATION
WITH OWNER

SECTION B.2-B.2
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SCHEDULE 80 PVC DISCHARGE LINE
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PRIMARY CLARIFIER #3

SCALE 1" =1.00'
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PRIMARY CLARIFIER #3

SCALE 1" = 1.00'

T

EXISTING ELECTRICAL
CONDUIT TO REMAIN

EXISTING CONCRETE SIDEWALK
AND STEPS TO REMAIN

NOTES

1) EXISTING HAND WHEELS AND STEMS SHALL BE REMOVED AND STORED TO
BE REINSTALLED. COORDINATE STORAGE WITH MOORE COUNTY.

2) EXISTING ANCHORS BOLTS FOR THE HAND WHEELS SHALL BE REMOVED
AND STORED TO BE REINSTALLED. COORDINATE STORAGE WITH MOORE
COUNTY.

3) EXCAVATION FOR VALVE VAULT SHALL BE MINIMAL WITH TRENCH SIDES
SLOPPED TO OSHA STANDARDS.

4) MOORE COUNTY TO KEEP CONCRETE VALVE COLLAR

DEMOLISH AND REMOVE
EXISTING CONCRETE PAD

AN REMOVE EXISTING SCOPE VALVE
DTS HAND WHEEL AND STEM
IR T SRR URRIU REMOVE EXISTING DIRECT VALVE
b e e T e T HAND WHEEL AND STEM
:i - d.-'_':s\q‘:b 3\ -ée‘,"". &-_.
qi . - S 4 h‘,\ ua\bah
O T LA
SN 6” EXISTING
o N\ CLARIFIER LINE
- “ TO REMAIN
o\
. "bq . ';4“_7.'_. Q 4_'7 \ \
. AB N %__a, \ \
REMOVE EXISTING PIT VALVE ~ >
HAND WHEEL AND STEM D
o N
o\
o N\
N
N\
R

R
N
"N
R

<

€ 3

Q o N

388 N

g>~m‘\$‘—|
+—’|NNm

0 C n O w0

2 3-8 2

=

285803
v m o D

2 5L . o —

- xc O

N-

O EQatT o

W = N ©

Zg Q

o =

© =

S

WPCP VALVE VAULT & SCUM DRAIN
REPLACEMENT
ADDOR, NC

PC #3
REVISIONS
DESCRIPTION

BY

VALVE VAULT DEMOLITION PLAN

DATE

NO.

DATE:  03/09/2021

DESIGN: CBP

DRAWN:DFH

CHECK: MCPW

suee: 3.2




PRIMARY CLARIFIER #3

SCALE 1" = 1.00'

B

EXISTING ELECTRICAL CONDUIT

EXISTING CONCRETE SIDEWALK AND
STEPS TO REMAIN

NOTES

1) COORDINATE TAKING THE CLARIFIER OFF-LINE WHEN CONSTRUCTION
STARTS.

2) EXISTING AND NEW VALVE STEM CANS AND HAND WHEELS SHALL BE
PAINTED YELLOW.
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ALL EXISTING VALVE STEMS AND

HAND WHEELS TO BE REINSTALLED\
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BAR CLEARANCES
REINFORCING LAP SPLICE SCHEDULE
LAP SPLICE LENGTH
BAR SIZE 3000 PS| CONCRETE 4000/4500 P3| CONCRETE
TOP BARS | OTHERBARS | TOP BARS | OTHER BARS
s 2'-4" 1o 2'-0" T
o 3" 2'-5" 2'-g" 2'1"
s 3" 3'-0" 3'-4" 2'-1"
% 4'-g" 31" 4-0" 3"
" 6'-3" 5.3 B'-i0" 4'-0"
2 1y &'-0" 6'-8" 52"
° g'-9" 6'-9" -7 510"
"o 30" T 8'-o" RT
| 211" g'-5" 9’5 73"

NOTE: TOP BARS ARE HORIZONTAL SLAB BARS WITH MORE THAN 12" OF
CONCRETE CAST BELOW THE BARS.

3/8'% 55 EXP ANCHOR

: */ ‘8“ MAX fITYP}
—MHFy — CONT '4x2 55 BATTEN
EPOXY BONDING - BAR (TYF)
AR " 6" 5PLIT RBBED PVC
WATERSTOP (3/16" THICKNESS)
w/ 216" MN CENTER BULE
CLEAN &ND R
ROUGHEN SURFACE — B
OF EXIST CONC |

|
TYP. WATER STOP DETAIL

NOTE:

. ¥ DENOTES LAP SPLICE LENGTH.

2. VERTICAL REINFORCING NOT SHOUN FOR CLARITY.
CORNER BARS MAY BE USED IN LIEU OF HOOKS.
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STD HK

1| N Al (TYP)
1" INTERSECTION "T'NT CTION

X ¥

™YP ™YP

2o mgo non

§E El !EQ llT It

TYP. WALL
INTERSECTION REINFORCEMENTS

BAR DEVELOPMENT
LENGTH (TYP) SEE NOTE 3.7~
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14-% ADDL (2 EA [I°T
| FACE) EACH SIDE  [I”
OF OPNG OR PIFE {1/

lllll

PIFPE OR OFENING /
THRU WALL OR SLAB
NOTE:

L PROVIDE ADDITIONAL HORIZONTAL AND VERTICAL BARS EQUAL TO
THE NUMBER OF BEARS TERMINATED AT OPENING, HALF EACH SIDE.

2. AT SINGLE LAYER REINFORCED WALLS OR SLABS, PROVIDE ONLY
SINGLE LAYER OF ADDITIONAL REINFORCING AT OFNG.

3. TERMINATE REINF w/ STD HK WHERE OPNG ADJACENT TO WALL OR
SLAB EDGE.

TYP. ADDITIONAL REINF. AT
WALL OR SLAB OPENING

I~ ROUGHEN d
A ‘;’ SURFACE Nt
w A3 yatErstoP - e
; ,\ P
‘; dfb — d /b
(3" MAX)
AN —-{ X
4 ’ L cli4 3
- L L 1 |
~| \K an m}{}'
| d =212 \" WATERSTCP
=, I . , i t 1]
CENTERED a< 12"
2L KEY WTH KEY

NOTE: ALL WATERSTOPS &" PvC "RIBBED" TYPE UON.
SEE GENERAL NOTES.

STANDARD CONSTRUCTION
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NOTES

1. COORDINATE TAKING THE CLARIFIER OFFLINE

WHEN CONSTRUCTION BEGINS.

2. LOCATE EXISTING DRAIN LINES AND PROCESS

LINES PRIOR TO CONSTRUCTION.

val
FINAL
qu CLARIFIER
1 #3
& 4
| 2ND
T g STAGE
CE; o AFERATION
) BASIN
{r .
B uv
(i 7 DISINFECTION CLARIFIER
2\ #2
PIT 2ND
STAGE
AERATION
BASIN
PROPOSED
6" DIP
SCUM DRAIN
.
~.
FINAL
CLARIFIER CO/
#1 \Co/ M CHEMICAL
Cb/ BUILDING
/
/
FUELF\ SWITCHGEARS
STORAL;E/ D
/ []TRANSPORMERS
/
] '{_I T
A o

SCUM DRAIN SITE PLAN

N.T.S

. GRATING
PROPOSED 6” D.I. oW 22000
FLANGE 90° BEND S '
(ABOVE GROUND)  \
SCUM vavavavaviviieiatetataalies
VAVAVAVAVA |
PIT AVAVAV/%
PROPOSED Mwa_ﬂﬂﬁ,#,fgffjiﬁéé§ﬁ .
.E. 319.5 — =<
el \\LJDGSHNG
e e e e e e [ A EENERE I (PO :
PROPOSED 6” DIP ['ﬁﬁﬁﬁ$ﬁfﬁ5ﬁﬁﬁﬁﬁ REltE .E. 520.0
SCUM DRAIN \\ 3OMIN=Smom=rgr = e e
PROPOSED 6 D.l. 1 [y FINAL CLARIFIER #2
R.J. 90° BEND =(r = \ 8
BELOW GROUND) N
EXISTING - - N :
30" RCP .E. 312.83 HTl“:ﬁﬁhﬁ%ﬁ%\g&mﬁ“‘“““‘““~ﬁm
_ u FILL WITH (8=8") o
. T0 CONCRETE
MANHOLE ! 1 | | By

PROPOSED 6~ D.l./

R.J. TEE BELOW
GROUND)

EXISTING
VALVE VA

\EXISTING

LVE

(BROKEN)

SCUM DRAIN DETAIL

PLUG EXISTING
DRAIN LINE

N.T.S

-

CUT IN 67 R.J. TEE TO
/—EXISTING DRAIN LINE

EXISTING

/l’ W\L VE
Y

41—

U
\PRO

ul

POSED 6" DIP

SCUM DRAIN

\\\\MAEMSTwK;

6" SCUM
LINE

CORE DRILL
RUBBER BOOT
WITH
NON—SHRINK
MORTAR

SCUM DRAIN PLAN VIEW

N.T.S
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